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March 21, 2014 – Water Disinfectant Emergency Rule Monitoring 

This report was prepared using compliance data due to the Department of Health and Hospitals by 
February 1, 2014. The Emergency Rule referenced was published in November 2013 and required that 
water systems in the state maintain a higher residual disinfectant level and increase their number of 
sampling sites by 25 percent. Most drinking water systems in Louisiana were required to meet this new 
higher standard by February 1, 2014. 

The rule was written following discussions with scientists, federal officials, industry leaders and water 
system operators. The Emergency Rule is based on scientific data and recommendations from the 
federal Centers for Disease Control and Prevention (CDC) relative to the control of the Naegleria 
fowleri ameba that was discovered in two public water systems in the state. For more information on the 
ameba and the emergency rule, visit dhh.louisiana.gov/WaterFacts 

 

SYSTEMS NOT IN COMPLIANCE AS OF FEBRUARY 1, 2014: 

Systems that failed to meet the minimal chlorine level: 

Parish 
PWS ID 
Number PWS Name 

Percentage of 
Non-compliance 

Allen  1003008 South Oakdale Water System  50 
Ascension 1005144 Audrey F. Eddy Trailer Park 100 
Ascension 1005202 Countryview MHP 100 
Ascension 2005047 RPCC Tech Center 100 
Ascension 2005268 St. Amant Baptist Church 100 
Bienville 1013004 Bienville WS 100 
Bienville 1013009 Lucky WS 100 
Bienville 1013010 Edwards Millcreek WS 100 
Bienville 1013021 Millcreek WS 100 
Bossier 1015030 River Point 100 
Caddo 1017029 Jones Rolling Ridge 100 
Caddo 1017036 Tyson Community 100 
Caddo 1017080 South Shreveport Mobile Villas 100 
East Baton Rouge 2033025 Deltech Water Supply 100 
Iberville 1047011 Annadale Plantation Water Supply 100 
Jackson 1049008 Hodge WS 100 
Jackson 1049013 Punkin Center Hilltop 100 
Jefferson 1051001 E. Jefferson 1 

http://www.dhh.la.gov/WaterFacts
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Jefferson 1051004 W. Jefferson 4 
Lafayette 1055017 Lafayette Utilities Water System 4 
Lafayette 1055130 Victoria Village 100 
Lincoln 1061024 Culbertson WS 33 
Livingston 1063003 Colyell Community Water 100 
Livingston 1063038 Vincent Acres Water Co. 100 
Livingston 1063087 TESI - Highland Ridge Subdivision 100 
Livingston 1063103 DW - Montrose Subdivision 100 
Ouachita 1073004 GOWC - Brownville 50 
Ouachita 1073035 GOWC - North Monroe 8 
Ouachita 1073055 GOWC - West Hwy 80 Ark Rd 53 
Ouachita 1073075 Lan's MHP 100 
Pointe Coupee 1077026 City of New Roads 50 
Pointe Coupee 1077046 Pointe Coupee Detention Center 100 
St Landry  1097004 Lawtell Water System 20 
St Landry  1097008 Midway Water System 100 
St Martin 1099009 United Water System 100 
St Martin 1099030 Teen Challenge Water System 100 
St Martin 2099014 McGee's Landing Water System 100 
St Martin 2099093 Allemond Point RV Park Water System 100 
St Mary 1101001 Baldwin Water System 67 
St. John 1095002 St John Water District 2 - Edgard 20 
St. Tammany 1103004 Azalea MHP 100 
St. Tammany 1103010 Country Club Trailer Park 100 
St. Tammany 1103014 Folsom Water Supply 50 
St. Tammany 1103028 Piney Ridge MHP 100 
St. Tammany 1103038 Village of Sun 100 
St. Tammany 1103042 Tammany MHP 100 
St. Tammany 1103072 Homeland Heights Manor 100 
St. Tammany 1103081 K'Teri Aparments 100 
St. Tammany 1103125 Chahta MHP 100 
St. Tammany 1103143 Indian Hills Trailer Park 100 
St. Tammany 1103178 Beverly Heights Manor 100 
St. Tammany 1103187 Abita Springs RV Park 100 
St. Tammany 1103913 Pilot Street 100 
St. Tammany 2103356 Lacombe-Mandeville  Headstart 100 
Tangipahoa 1105019 City of Ponchatoula 29 
Tangipahoa 1105026 Village of Tangipahoa 100 
Tangipahoa 1105056 Hammond MHP 100 
Terrebonne 1109001 Houma Water System 3 
Union 1111015 Waterworks Dist. #1 Union Parish 50 
Washington 2117199 Bogue Chitto State Part Bottomland 50 
Webster 1119028 City of Springhill 33 
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March 21, 2014 – Water Disinfectant Emergency Rule Monitoring 

 

Systems that failed to report the chlorine level: 

Parish 
PWS ID 
Number PWS Name 

Percentage of 
Non-compliance 

Allen  1003003 North West Allen Water System 50 
Calcasieu 1019001 Brigas Estates 100 
Calcasieu 1019024 Utility Services of Lake Charles 100 
Iberville 1047003 Town of Maringouin 21 
Lincoln 1061007 Greater Ward 1 WWD 25 
Pointe Coupee 1077041 False River WC 100 
Pointe Coupee 1077047 Pointe Coupee Water Dist 2 - Hwy 10 50 
Red River 1081010 Hickory Grove Water System 100 
St. Tammany 1103111 Southern Manor Mobile Home Park  100 
St. Tammany 1103139 Lake Ramsey 100 
St. Tammany 2103357 Northminster Montessori 100 
West Carroll 1123005 New Carroll WS 20 

 

 

 


